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SCALE:  1" = 40'-0"

ROOF KEY PLAN5

SCALE:  3/8" = 1'-0"

PARTIAL BUILDING ELEVATION1

SCALE:  3/8" = 1'-0"

PARTIAL BUILDING ELEVATION3

GENERAL PLAN NOTES:

1. WHERE ELEV'S ARE INDICATED THUS... '*' IN PLAN: ROOF L.P. / H.P. ELEV'S HEREIN ARE FOR
REFERENCE ONLY & ARE DETERMINANT ON MET DECK THICKNESS & STL HGT, COORD W/ STR

2. STL ELEV'S & ILLUSTRATED MEMBERS ARE FOR REFERENCE ONLY, COORD W/ STR FOR
FRAMING REQ'M

3. GALV BENT PL BRK-SHELVES SHALL BE COORD W/ STR DWG'S FOR SIZING & SUPP
REQUIREMENTS. REFER TO ARCH DWG'S FOR ROOF & WALL ASSEMBLIES, COURSING
PATTERNS, & EXT DLT'S FOR MOISTURE PROTECTION.

4. GC TO SCHEDULE PRE-CONSTRUCTION CONFERENCE FOR COORD OF GALVANIZED STL PL
BRK SHELVES W/ STL FABRICATOR, ICF CONTRACTOR & MASON
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TR ELEV - 1G03 FIELD HOUSE8
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SCALE:  1/4" = 1'-0"

ENLARGED PLAN - ATHLETIC TOILETS1

SCALE:  1/4" = 1'-0"

ENLARGED PLAN - ADMIN TOILET2

SCALE:  1/4" = 1'-0"

ENLARGED PLAN - NURSE'S TOILET ROOM3

SCALE:  1/4" = 1'-0"

ENLARGED PLAN - STAFF COLLAB TOILET4

SCALE:  1/4" = 1'-0"

TOILET 1C14 - SOUTH7

SCALE:  1/4" = 1'-0"

TOILET 1C14 - NORTH8

SCALE:  1/4" = 1'-0"

TOILET 1C15 - NORTH9

SCALE:  1/4" = 1'-0"

TOILET 1A06 - WEST11

SCALE:  1/4" = 1'-0"

TOILET 1A06 - SOUTH10

SCALE:  1/4" = 1'-0"

TOILET 1A06 - NORTH12

SCALE:  1/4" = 1'-0"

TOILET 1A25 - NORTH13

SCALE:  1/4" = 1'-0"

TOILET 1A25 - SOUTH15

SCALE:  1/4" = 1'-0"

TOILET 1E02 - SOUTH21

SCALE:  1/4" = 1'-0"

TOILET 1E02 - WEST20

SCALE:  1/4" = 1'-0"

JANITOR 1C13 - EAST16

SCALE:  1/4" = 1'-0"

ENLARGED PLAN - STAFF COLLABORATION TOILETS LEVEL 25

SCALE:  1/4" = 1'-0"

TOILET 2E03 - NORTH22

SCALE:  1/4" = 1'-0"

TOILET 2E02 - WEST23

SCALE:  1/4" = 1'-0"

TOILET 2E02 - SOUTH24

SCALE:  1/4" = 1'-0"

ENLARGED PLAN - LIMS TOILET AND SHOWER6

SCALE:  1/4" = 1'-0"
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SCALE:  1/4" = 1'-0"

LIMS TOILET 2D02.2 - SOUTH18

SCALE:  1/4" = 1'-0"

LIMS TOILET 2D02.2 - WEST19
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RTA SUBMISSION - 10/13/2016

SCALE:  1/4" = 1'-0"

ENLARGED PLAN - ATHLETIC LOCKER ROOMS1

TOILET ACCESSORY SCHEDULE

TA DESCRIPTION COUNT ROOM

TA-10 Napkin Disposal
Surface

1 2E03

TA-16 Surf-Mtd_Waste
Receptacle

1 2E03

TA-18 Robe Hook 1 2E03

TA-20 Mirror 1 2E03

TA-28 Grab Bar (Horizontal) 2 2E03

TA-29 Grab Bar (Vertical) 1 2E03

2E04

TA-3 Paper Towel
Dispenser Surface

1 2E04

TA-13 Soap Dispenser 1 2E04

TOILET ACCESSORY SCHEDULE

TA DESCRIPTION COUNT ROOM

TA-1 Toilet Tissue
Dispenser

2 1G02

TA-3 Paper Towel
Dispenser Surface

1 1G02

TA-10 Napkin Disposal
Surface

3 1G02

TA-12 Hand Sanitizer 1 1G02

TA-13 Soap Dispenser 2 1G02

TA-18 Robe Hook 3 1G02

TA-20 Vanity Mirror 2 1G02

TA-29 Grab Bar (Vertical) 1 1G02

1G03

TA-3 Paper Towel
Dispenser Surface

1 1G03

TA-12 Hand Sanitizer 1 1G03

TA-13 Soap Dispenser 2 1G03

TA-18 Robe Hook 2 1G03

TA-20 Vanity Mirror 2 1G03

TA-29 Grab Bar (Vertical) 1 1G03

1G05

TA-3 Paper Towel
Dispenser Surface

1 1G05

TA-13 Soap Dispenser 1 1G05

2B04

TA-3 Paper Towel
Dispenser Surface

3 2B04

TA-13 Soap Dispenser 6 2B04

2B06

TA-3 Paper Towel
Dispenser Surface

1 2B06

TA-13 Soap Dispenser 1 2B06

2C03

TA-3 Paper Towel
Dispenser Surface

1 2C03

TA-13 Soap Dispenser 1 2C03

2C10

TA-1 Toilet Tissue
Dispenser

7 2C10

TA-3 Paper Towel
Dispenser Surface

2 2C10

TA-10 Napkin Disposal
Surface

7 2C10

TA-11 Waste Receptacle 2 2C10

TA-12 Hand Sanitizer 1 2C10

TA-13 Soap Dispenser 6 2C10

TA-20 Vanity Mirror 6 2C10

TA-28 Grab Bar (Horizontal) 1 2C10

TA-29 Grab Bar (Vertical) 2 2C10

TA-30 Grab Bar (Horizontal) 3 2C10

2C11

TA-1 Toilet Tissue
Dispenser

4 2C11

TA-3 Paper Towel
Dispenser Surface

2 2C11

TA-11 Waste Receptacle 2 2C11

TA-12 Hand Sanitizer 1 2C11

TA-13 Soap Dispenser 6 2C11

TA-20 Vanity Mirror 6 2C11

TA-28 Grab Bar (Horizontal) 1 2C11

TA-29 Grab Bar (Vertical) 2 2C11

TA-30 Grab Bar (Horizontal) 3 2C11

2C17

TA-19 Mop Strip 1 2C17

2D02.2

TA-1 Toilet Tissue
Dispenser

1 2D02.2

TA-3 Paper Towel
Dispenser Surface

1 2D02.2

TA-10 Napkin Disposal
Surface

1 2D02.2

TA-12 Hand Sanitizer 1 2D02.2

TA-13 Soap Dispenser 1 2D02.2

TA-16 Surf-Mtd_Waste
Receptacle

1 2D02.2

TA-18 Robe Hook 1 2D02.2

TA-20 Mirror 1 2D02.2

TA-28 Grab Bar (Horizontal) 2 2D02.2

TA-29 Grab Bar (Vertical) 1 2D02.2

2D02.3

TA-1 Toilet Tissue
Dispenser

1 2D02.3

TA-3 Paper Towel
Dispenser Surface

1 2D02.3

TA-10 Napkin Disposal
Surface

1 2D02.3

TA-12 Hand Sanitizer 1 2D02.3

TA-16 Surf-Mtd_Waste
Receptacle

1 2D02.3

TA-18 Robe Hook 1 2D02.3

TA-20 Mirror 1 2D02.3

TA-29 Grab Bar (Vertical) 1 2D02.3

TA-30 Grab Bar (Horizontal) 2 2D02.3

2E02

TA-1 Toilet Tissue
Dispenser

1 2E02

TA-3 Paper Towel
Dispenser Surface

1 2E02

TA-10 Napkin Disposal
Surface

1 2E02

TA-13 Soap Dispenser 1 2E02

TA-16 Surf-Mtd_Waste
Receptacle

1 2E02

TA-18 Robe Hook 1 2E02

TA-20 Mirror 1 2E02

TA-28 Grab Bar (Horizontal) 2 2E02

TA-29 Grab Bar (Vertical) 1 2E02

2E03

TA-1 Toilet Tissue
Dispenser

1 2E03

TA-3 Paper Towel
Dispenser Surface

1 2E03

TOILET ACCESSORY SCHEDULE

TA DESCRIPTION COUNT ROOM

TA-28 Grab Bar (Horizontal) 1 1C24

TA-29 Grab Bar (Vertical) 1 1C24

1C28

TA-3 Paper Towel
Dispenser Surface

1 1C28

TA-11 Waste Receptacle 1 1C28

TA-12 Hand Sanitizer 2 1C28

TA-13 Soap Dispenser 2 1C28

TA-15 Soap Dish 3 1C28

TA-18 Robe Hook 4 1C28

TA-20 Vanity Mirror 4 1C28

TA-21 Vanity Mirror 2 1C28

TA-29 Grab Bar (Vertical) 2 1C28

1C31

TA-3 Paper Towel
Dispenser Surface

1 1C31

TA-13 Soap Dispenser 1 1C31

1C39

TA-3 Paper Towel
Dispenser Surface

1 1C39

TA-13 Soap Dispenser 3 1C39

1C40

TA-3 Paper Towel
Dispenser Surface

1 1C40

TA-13 Soap Dispenser 1 1C40

1C41

TA-3 Paper Towel
Dispenser Surface

1 1C41

TA-13 Soap Dispenser 2 1C41

1C43

TA-19 Mop Strip 1 1C43

1C44

TA-1 Toilet Tissue
Dispenser

7 1C44

TA-3 Paper Towel
Dispenser Surface

1 1C44

TA-10 Napkin Disposal
Surface

7 1C44

TA-11 Waste Receptacle 2 1C44

TA-12 Hand Sanitizer 1 1C44

TA-13 Soap Dispenser 6 1C44

TA-20 Vanity Mirror 6 1C44

TA-28 Grab Bar (Horizontal) 4 1C44

TA-29 Grab Bar (Vertical) 2 1C44

1C45

TA-1 Toilet Tissue
Dispenser

4 1C45

TA-3 Paper Towel
Dispenser Surface

2 1C45

TA-11 Waste Receptacle 2 1C45

TA-12 Hand Sanitizer 1 1C45

TA-13 Soap Dispenser 6 1C45

TA-20 Vanity Mirror 6 1C45

TA-28 Grab Bar (Horizontal) 4 1C45

TA-29 Grab Bar (Vertical) 2 1C45

1C49

TA-3 Paper Towel
Dispenser Surface

1 1C49

TA-13 Soap Dispenser 1 1C49

1C52

TA-3 Paper Towel
Dispenser Surface

1 1C52

1D03

TA-3 Paper Towel
Dispenser Surface

1 1D03

TA-13 Soap Dispenser 1 1D03

1D04

TA-3 Paper Towel
Dispenser Surface

2 1D04

TA-13 Soap Dispenser 6 1D04

1D06

TA-3 Paper Towel
Dispenser Surface

2 1D06

TA-13 Soap Dispenser 1 1D06

1E02

TA-1 Toilet Tissue
Dispenser

1 1E02

TA-10 Napkin Disposal
Surface

1 1E02

TA-13 Soap Dispenser 1 1E02

TA-16 Surf-Mtd_Waste
Receptacle

1 1E02

TA-20 Mirror 1 1E02

TA-28 Grab Bar (Horizontal) 2 1E02

TA-29 Grab Bar (Vertical) 1 1E02

1E03

TA-1 Toilet Tissue
Dispenser

1 1E03

TA-10 Napkin Disposal
Surface

1 1E03

TA-13 Soap Dispenser 1 1E03

TA-16 Surf-Mtd_Waste
Receptacle

1 1E03

TA-18 Robe Hook 1 1E03

TA-20 Mirror 1 1E03

TA-28 Grab Bar (Horizontal) 2 1E03

TA-29 Grab Bar (Vertical) 1 1E03

1E04

TA-3 Paper Towel
Dispenser Surface

1 1E04

TA-13 Soap Dispenser 1 1E04

1F06

TA-3 Paper Towel
Dispenser Surface

1 1F06

TA-13 Soap Dispenser 1 1F06

TA-16 Surf-Mtd_Waste
Receptacle

1 1F06

TA-18 Robe Hook 1 1F06

TA-20 Vanity Mirror 1 1F06

TA-29 Grab Bar (Vertical) 1 1F06

1F07

TA-19 Mop Strip 1 1F07

1G02

TOILET ACCESSORY SCHEDULE

TA DESCRIPTION COUNT ROOM

TA-1 19

TA-3 Paper Towel
Dispenser Surface

2

TA-10 Napkin Disposal
Surface

15

TA-11 Waste Receptacle 8

TA-13 Soap Dispenser 4

TA-18 Robe Hook 1

TA-28 Grab Bar (Horizontal) 16

TA-30 Grab Bar (Horizontal) 3

1A04

TA-1 Toilet Tissue
Dispenser

1 1A04

TA-3 Paper Towel
Dispenser Surface

1 1A04

TA-10 Napkin Disposal
Surface

1 1A04

TA-13 Soap Dispenser 1 1A04

TA-16 Surf-Mtd_Waste
Receptacle

1 1A04

TA-18 Robe Hook 1 1A04

TA-20 Mirror 1 1A04

TA-28 Grab Bar (Horizontal) 1 1A04

TA-29 Grab Bar (Vertical) 1 1A04

TA-30 Grab Bar (Horizontal) 1 1A04

1A06

TA-1 Toilet Tissue
Dispenser

1 1A06

TA-3 Paper Towel
Dispenser Surface

1 1A06

TA-10 Napkin Disposal
Surface

1 1A06

TA-13 Soap Dispenser 1 1A06

TA-16 Surf-Mtd_Waste
Receptacle

1 1A06

TA-18 Robe Hook 1 1A06

TA-20 Mirror 1 1A06

TA-28 Grab Bar (Horizontal) 2 1A06

TA-29 Grab Bar (Vertical) 1 1A06

1A08

TA-3 Paper Towel
Dispenser Surface

1 1A08

TA-13 Soap Dispenser 1 1A08

1A19

TA-3 Paper Towel
Dispenser Surface

1 1A19

TA-13 Soap Dispenser 1 1A19

1A25

TA-1 Toilet Tissue
Dispenser

1 1A25

TA-3 Paper Towel
Dispenser Surface

1 1A25

TA-10 Napkin Disposal
Surface

1 1A25

TA-13 Soap Dispenser 1 1A25

TA-16 Surf-Mtd_Waste
Receptacle

1 1A25

TA-18 Robe Hook 2 1A25

TA-20 Mirror 1 1A25

TA-28 Grab Bar (Horizontal) 2 1A25

TA-29 Grab Bar (Vertical) 1 1A25

1B02

TA-3 Paper Towel
Dispenser Surface

1 1B02

TA-13 Soap Dispenser 1 1B02

1C00

TA-3 Paper Towel
Dispenser Surface

1 1C00

TA-13 Soap Dispenser 1 1C00

1C03

TA-18 Robe Hook 1 1C03

1C13

TA-19 Mop Strip 1 1C13

1C14

TA-3 Paper Towel
Dispenser Surface

2 1C14

TA-12 Hand Sanitizer 1 1C14

TA-13 Soap Dispenser 4 1C14

TA-20 Vanity Mirror 4 1C14

TA-23 Baby Changing
Station

1 1C14

TA-29 Grab Bar (Vertical) 1 1C14

1C15

TA-3 Paper Towel
Dispenser Surface

2 1C15

TA-12 Hand Sanitizer 1 1C15

TA-13 Soap Dispenser 4 1C15

TA-20 Vanity Mirror 4 1C15

TA-23 Baby Changing
Station

1 1C15

TA-29 Grab Bar (Vertical) 1 1C15

1C20

TA-3 Paper Towel
Dispenser Surface

1 1C20

TA-11 Waste Receptacle 1 1C20

TA-12 Hand Sanitizer 2 1C20

TA-13 Soap Dispenser 2 1C20

TA-15 Soap Dish 3 1C20

TA-18 Robe Hook 4 1C20

TA-20 Vanity Mirror 4 1C20

TA-21 Vanity Mirror 2 1C20

TA-29 Grab Bar (Vertical) 2 1C20

1C24

TA-3 Paper Towel
Dispenser Surface

1 1C24

TA-13 Soap Dispenser 1 1C24

TA-16 Surf-Mtd_Waste
Receptacle

1 1C24

TA-18 Robe Hook 1 1C24

TA-20 Vanity Mirror 1 1C24

SCALE:  1/4" = 1'-0"

INTERIOR ELEVATION - MEN'S LOCKER ROOM NORTH2

SCALE:  1/4" = 1'-0"

MEN'S LOCKER ROOM SOUTH3

SCALE:  1/4" = 1'-0"

INTERIOR ELEVATION - WOMEN'S LOCKER ROOM NORTH4

SCALE:  1/4" = 1'-0"

INTERIOR ELEVATION - WOMEN'S LOCKER ROOM SOUTH5

NOTE:   ATHLETIC LOCKER TYPES AND
CONFIGURATIONS ARE AS FOLLOWS:

WOMEN
MTL-1, 240 EA.
ST2-2, 40 EA.

MEN
MTL-1, 305 EA.
ST2-1, 44 EA.

MTL-1: 5-TIER METAL LOCKERS, 15" DEEP,
12" WIDE, 72" HIGH

ST2-1: 1-TIER METAL LOCKERS, 24" DEEP,
24" WIDE, 76" HIGH

ST2-2: 1 TIER METAL LOCKERS, 15" DEEP,
18" WIDE, 72" HIGH
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BENCH W/ WD
SEAT & FACE

PERF WD ACOUS WALL
PNL, TYP. SEE A900-
SERIES ARCH DWG'S

PTD GWB

SSUR CAP

PTD GWB

PTD GWB

1

A333

19 20 21 22

17 18

MONITOR

HD-11

WP-2

WP-1

WP-3

WP-4

WP-2

WP-5

WP-2

WP-6

A831

3

TYP

TYP

TYP

TYP

TYP

TYP

TYP

TYP

HD-44HD-43

PTD GWB

2

A903

Sim

DEVICES - COORD W/
MECH & ELEC

3

A551

3

A337

CJ; ALIGN W/ WD PNL, TYP

28' - 2"

EXPOSED STL
COL, SEE STR

INT EXP JT SYS

COPLANAR
SURFACES

1.3

A301

U.2 U
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HD-14

PTD GWB

PTD GWB

MFR'D DISPLAY
CASE RECESSED
IN GWB

WP-1

WP-2
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TYP

TYP

TYP

1/2" GWB
REVEAL

DOUBLE LED CLOCK; ALIGN
WITH EDGE OF DISPLAY CASE

1

A903

Sim

CJ; ALIGN WITH
WD PANEL

SCHED BASE, TYP

2.2

A301

1.2

A301

1

A331

HH.7J.5 J.2 J

HD-12 HD-13

MFR'D DISPLAY
CASE RECESSED
IN GWB

ENERGY
DASHBOARD

MONITOR

WALL SUPERGRAPHIC.
PROVIDE (2) COLOR
PTD LOGO. FINAL
COLORS AND FONT
TYPE TBD. REFER TO
SPEC FOR FINISH.PTD GWB;

ACCENT WALL

STRUCTURE IN
COMMONS
BEYOND

PTD
GWB

ROOF BEYOND

2

A331

CL

DOUBLE LED CLOCK

1

A903

Sim
2
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LEVEL 1
0"

LEVEL 2
14' - 8"

1

A302

2

A302

3
' -

 4
"

3
' -

 4
"

WD BENCH

TACKABLE SURFACE

SCHED BASE, TYP.

1/2" SSUR CAP

WD BENCH

PERFORATED WOOD
ACOUSTICAL WALL PANEL, TYP.

OVERHEAD FAN - SEE MECH DWGS

PAINTED GWB, TYP.

PTD GWB

PTD GWB
TYP

1

A333

2

A333

1

A334

2

A334

1

A335

2

A335
19

9 8111213141516

1718

15.7 14.8 14.3 13.6 13.5 12.5 12.3 11.7 11.2 10

HD-9 HD-9

HD-19 HD-19 HD-19 HD-19 HD-19 HD-19 HD-19 HD-19 HD-19 HD-19 HD-19

DIAGONAL HATCH AREA NOT ORTHAGONAL
TO VIEW - SEE A626 FOR TRUE ELEVATION

DIAGONAL AREA NOT ORTHAGONAL TO
VIEW - SEE A626 FOR TRUE ELEVATION

WP-7
WP-7

WP-12

WP-10

WP-12

WP-10

WP-7 WP-7

WP-8

WP-12

WP-10

WP-12

WP-8

WP-12

WP-9 WP-9 WP-9

TYP
TYP

TYP

TYP

TYP

TYP

TYP

TYP

TYP

TYP

TYP

TYP

TYP TYP

TYP

TYP

TYP

HD-9 HD-9

CL

ENERGY DASHBOARD AND
LED CLOCK; CENTERED IN
WALL RECESS

EQEQ

2

A903

Sim

SF-14

CW-4

CW-4

CW-4

SF-14

3/8" REVEAL

HD-49

HD-50

CJ; ALIGN WITH
WD PANELS

CJ; ALIGN WITH WD PANELSCJ; ALIGN WITH
WD PANELS

CJ; ALIGN WITH
WD PANELS

CJ; ALIGN WITH
WD PANELS

CJ; ALIGN WITH
WD PANELS

LEVEL 1
0"

LEVEL 2
14' - 8"

1

A302

2

A302

SCHED BASE, TYP. WD SEAT AND FACE C-1

PERFORATED WOOD
ACOUSTICAL WALL
PANEL, TYP

PTD GWB

TACK RAIL, TYP.

PTD GWB

1

A333

2

A333

1

A334

2

A334

1

A335

2

A335

9
8

11 12 13 14 15 16 1716.215.715.414.814.313.613.512.512.311.711.210 11.1

HD-3 HD-4 HD-5 HD-6 HD-7

HD-12

HD-11HD-8 HD-10

HD-23 HD-27

HD-28 HD-31 HD-32 HD-41

HD-46

DIAGONAL AREA NOT ORTHAGONAL TO
VIEW - SEE A635 FOR TRUE ELEVATION

WP-2

WP-2

WP-5

WP-6

WP-2

WP-6 WP-6

WP-2

WP-5

WP-6

WP-2

WP-4WP-4

WP-11

MONITOR AND DOUBLE LED
WALL CLOCKS; ALIGN

MONITOR AND DOUBLE
LED WALL CLOCKS; ALIGN

TYP

TYP

TYP

TYP

TYP

WP-5

WP-2

TYP

TYP

TYP

TYP

TYP

HD-29 HD-30 HD-33 HD-42 HD-43 HD-44

CLCL

CJ; ALIGN WITH
WD PANEL

CJ; ALIGN WITH
WD PANEL

CJ; ALIGN WITH
WD PANEL

CJ; ALIGN WITH
WD PANEL

CJ; ALIGN WITH OUTER
EDGE OF BRIDGE; TYP @
BRIDGE LOCATION

CJ; ALIGN WITH HM
EDGE BELOW

OPEN TO BEYOND

CJ; ALIGN WITH
WD PANEL

CJ; ALIGN WITH
WD PANEL

CJ; ALIGN WITH
WD PANEL
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LEVEL 1
0"

LEVEL 2
14' - 8"

COMMONS
-2' - 0"

FIXED SEATING ON
SLOPED FLOOR

STAGE CURTAINS

WD ACOUSTIC
CEILING PANELS

PERFORATED WOOD
ACOUSTIC WALL PANELS

SCHED BASE, TYP.

PAINTED GWB

1235 4

WP-15

WP-16

WP-17 FW-4

FW-5

FW-6 FW-3

FW-2

FW-1

WP-18

WP-19

3

A541

TYP

TYP

TYP TYP

TYP

TYP

TYP

TYP

TYP

WP-16

WP-15

TYP

TYP

TYP

WP-23 WP-21

WP-22

DEVICE LOCATION;
COORDINATE WITH
MECH/ELEC

LEVEL 1
0"

LEVEL 2
14' - 8"

COMMONS
-2' - 0"

2.3

A301

1.1

A301

MAIN CURTAIN AND VALANCE

WALL MTD SPEAKER, TYP

WD ACOUSTIC
CLG PANELS

WD VENEER

RETURN AIR GRILLE

M M.2 M.7 N

PROJECTOR SCREEN;
SEE AV DWG

1
4
' -

 6
"

5

A541

PTD GWB, TYP

MONITOR

MONITOR

CJ; ALIGN WITH
STAGE OPENING

CJ; ALIGN WITH
STAGE OPENING

SCHED BASE

LEVEL 1
0"

LEVEL 2
14' - 8"

COMMONS
-2' - 0"

FIXED SEATING ON
SLOPED FLOOR

PERFORATED WOOD
ACOUSTICAL WALL PANELS

D2 - MAIN CURTAIN AND
VALANCE LOCATION

SCHED BASE, TYP.

PAINTED GWB

1 2 3 54

FW-1

FW-2

FW-3

FW-4

FW-5

FW-6WP-15

WP-16

WP-17

WP-18

WP-19WP-16

WP-15

TYP

TYP

TYP

TYP

TYP

TYP

TYP

TYP

TYP

TYP

TYP

TYP

TYP

WP-24WP-26

WP-25

2.3

A301

1.1

A301M M.2 M.7 N

WP-12

WP-8

SCHED BASE, TYP.

1

A336

OP-2D0 OP-2DOP-2DOP-2D

TYP

TYP

PTD
GWB

LEVEL 1
0"

LEVEL 2
14' - 8"

2.3

A301

1.1

A301 M.2M.7N

SCHED BASE, TYP.

SOLID OPERABLE PTN

ACOUS WD WALL PNLS

HD-22

WP-13

1

A336

FLOATING WD CLG

ACOUSTICAL FABRIC WRAPPED WALL PANELS

FW-8

FW-10

OP-2D0 OP-2DOP-2DOP-2D

PROJECTOR

FW-7

FW-8

FW-9

FW-11 FW-12

FW-9

PTD GWB,
TYP

WP-14

FW-7

FW-8

PTD GWB

- XW4A (SPICE)

PATTERN LEGEND

- XW4B AND WX6 (POPPY)

- XW7 (TANGELO)

- XW1 (RED OAK WD)

REFER TO FINISH SCHEDULE
FOR FINISH INFORMATION
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SCALE:  1/8" = 1'-0"

INTERIOR ELEVATION - PERFORMANCE SOUTH3

SCALE:  1/8" = 1'-0"

INTERIOR ELEVATION - PERFORMANCE WEST2

SCALE:  1/8" = 1'-0"

INTERIOR ELEVATION - PERFORMANCE NORTH4

SCALE:  1/8" = 1'-0"

WEST ELEVATION - PERFORMANCE ENTRANCE6

SCALE:  1/8" = 1'-0"
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LEVEL 1
0"

LEVEL 2
14' - 8"WP-12

WP-10

WP-7 WP-7

HD-19 HD-19 HD-19

TYP

TYP

WP-9

TYP

TYP

PTD GWB

CJ; ALIGN WITH
WD PANEL

CJ; ALIGN WITH
WD PANEL

LEVEL 1
0"

LEVEL 2
14' - 8"

HD-9 HD-9 HD-9

HD-19 HD-19 HD-19

WP-7

WP-8

WP-12 WP-12

WP-10

SCHED BASE, TYP. PAINTED GWB

PTD GWB

TYP

TYP

TYP

TYP

TYP

WP-9

SKEWED ELEVATION

ENERGY DASHBOARD & CLOCK;
CENTER BETWEEN DOORS

VESTIBULE

4' - 0" 4' - 0"

CJ; ALIGN WITH
WD PANEL

CJ; ALIGN WITH
WD PANEL

LEVEL 1
0"

LEVEL 2
14' - 8"

2.2

A301

1.2

A301

HJ.2 J

HD-26

WP-6WP-6

SCHED BASE, TYP. WD VENEER COLUMNMANUFACTURED
DISPLAY CASE
RECESSED IN GWB

PTD GWB, TYP

WP-2WP-2

WP-11 WP-11

HD-25HD-24

OPEN TO
BEYOND

7 8

SCHED BASE

AL W/ WINDOWS

6' - 3"

FF-3

FF-5

FF-1

FF-2

FF-4

FF-3

6' - 0"6' - 0"

FF-13

FF-14 PTD GWB

CJ; ALIGN WITH FABRIC
WRAPPED PANELS AND
SF SYS

SF-1

SF-1

2
' -

 8
"

WHITE
BOARD

WHITE
BOARD

TACK
BOARD

K J.9

SCHED BASE

FF-6

FF-7

FF-10

FF-9

FF-6

FF-8

AL W/ WINDOWS

6' - 3" 6' - 0" 6' - 0"

PTD GWBD-CC

2

A337

SLIDING MAGNETIC WHITE BOARD
WITH TACK RAIL AND MARKER TRAY

SF-17

SF-1

SMART BOARD

CJ; ALIGN WITH
FABRIC WRAPPED
PANELS AND SF SYS

KJ.9

SCHED BASE, TYP.

AL W/ WINDOWS

6' - 3"

AL W/ WINDOWS

6' - 3"

FF-5

FF-3 FF-3

FF-5

PTD GWB

1

A337

SF-1 SF-1

CJ; ALIGN WITH
FABRIC  WRAPPED
PANEL AND SF SYS

LEVEL 1
0"

8.4 78

HD-1 HD-2

SCHED BASE, TYP.

PTD GWB

LEVEL 1
0"

LEVEL 2
14' - 8"

5 4

FF-8

FF-6

FF-9

FF-10

FF-8

FF-6

6' - 0"6' - 0"6' - 0" 6' - 0"

FF-11

FF-12

PTD GWB

CJ; ALIGN WITH FABRIC
WRAPPED PANEL

- XW4A (SPICE)

PATTERN LEGEND

- XW4B AND WX6 (POPPY)

- XW7 (TANGELO)

- XW1 (RED OAK WD)

REFER TO FINISH SCHEDULE
FOR FINISH INFORMATION
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SCALE:  1/8" = 1'-0"

INTERIOR ELEVATION - SOUTH TRUE ELEVATION 11

SCALE:  1/8" = 1'-0"

INTERIOR ELEVATION - SOUTH TRUE ELEVATION2

SCALE:  1/8" = 1'-0"

INTERIOR ELEVATION - CANYON AT PERFORMANCE3

SCALE:  1/8" = 1'-0"

NORTH ELEV - MUSIC RM 1C496

SCALE:  1/8" = 1'-0"

EAST ELEV - MUSIC RM 1C495

SCALE:  1/8" = 1'-0"

WEST ELEV - MUSIC RM 1C497

SCALE:  1/8" = 1'-0"

SOUTH ELEV - MUSIC RM 1C498

SCALE:  1/8" = 1'-0"

SOUTH ELEV UPPER WALL - MUSIC RM 1C494

SCALE:  1/8" = 1'-0"

INTERIOR ELEVATION - MUSIC STORAGE EAST9
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LEVEL 1
0"

LEVEL 2
14' - 8"

COMMONS
-2' - 0"

OPEN TO
BEYOND

GYMNASIUM DIVIDER; ATTACH
TO STRUCTURE ABOVE MOTORIZED DROP DOWN

BASKETBALL HOOP

PTD GWB

SCHED BASE, TYP

2425262728 27.9 25.826.227.1

HD-17
HD-18

EXPOSED PIPE; PAINT
TO MATCH WALL FINISH;
COOR'D WITH MEP

EXPOSED STRUCTURE
AND MEP; PAINT TO
MATCH WALL FINSH;
COOR'D WITH STRUCT
AND MEP

ALIGN T.O. WALL PADS
WITH T.O. INTERIOR
FRAME AND ALL OPNGS

WALL PADS, TYP

PTD GWB
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